NOTES:
1. FOR ADDITIONAL GENERAL NOTES, SEE DETAIL DU-01.
2. SEE "UNPAVED AREA TRENCH (UAT) (DU-02) DETAIL", "ASPHALT PAVED AREA TRENCH (APAT) (DU-03) DETAIL" AND "PROPOSED PAVEMENT AREA TRENCH (PPAT) (DU-04) DETAIL".

SECONDARY
PRIMARY
STREETLIGHT

TELEPHONE
3" BEDDING BELOW IF IN ROCK TRENCH

GAS WARNING TAPE
GAS PIPE
6" SAND CUSHION
24" MINIMUM IN PILE
36" MINIMUM PLUS GAS PIPE SIZE DIAMETER
42" MINIMUM UNDER PUBLIC ROADWAY PAVEMENT
12" MINIMUM
12" MINIMUM
12"