IN AREAS NOT TO BE
PAVED, PROVIDE 6"
TOPSOIL AND REVEGETATE

FINISHED GROUND
OR SUBGRADE
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PIPE O.D.
+6” MIN.

FREE OF ROCK AND
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PIPE 0.D. +24" MIN.

IN TRENCH

XN

ALL TRENCHING AND TRENCH SAFETY SHALL COMPLY WITH APPLICABLE FEDERAL, STATE AND LOCAL REGULATIONS.

COMPACTED BACKFILL IN
SITU TRENCH MATERIAL

CLODS GREATER THAN 4"

(SEE SPEC. ITEM 510)

S PIPE BEDDING STONE SHALL
= BE TEXAS CRUCHED STONE
3/8" F OR 1/2” D ROCK

THE ARCHITECT/ENGINEER ASSUMES
RESPONSIBILITY FOR THE APPROPRIATE
USE OF THIS DETAIL. (NOT TO SCALE)

o s o s CITY OF ROUND ROCK[e,™
321;(1“—”;:2 STORM SEWER LINE
DATE

BEDDING DETAIL
(NON—PAVED SURFACE)

/’ROUND ROCK, TEXAS

PURPOSE. PASSION. PROSPERITY.




